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1. Introduction 
1.1 Overview of the SnapNrack System 

The SnapNrack system, from AEE Solar, is a low profile, visually appealing, photovoltaic 

(PV) module installation system.  This innovative suite of racking components simplifies 

the process of installing solar modules and shortens install times, which lowers 

installation costs. 

SnapNrack systems, when installed in accordance with this manual, will be structurally 

adequate for the specific installation site and will meet the 2006 International Building 

Code, as well as local building codes.  

The SnapNrack installation system is a set of engineered components that can be 

assembled into a wide variety of PV mounting structures.  It is designed to be installed 

by qualified solar installation technicians.  With SnapNrack you will be able to solve 

virtually any PV module mounting challenge. 
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1.2 Overview of this Manual 

This manual describes the installation procedures for ground (pipe) mounting for 

AEE Solar photovoltaic (PV) arrays.  

Review this entire manual before installing the SnapNrack system.  

Throughout this manual you will see highlighted notes which will provide you with 

different types of information: 

 Notices indicate important information to help with the installation or to avoid 

potential damage to the structure or components. 

 

 Cautions indicate a potential for property damage, personal injury, or death. 

For questions or to request a pdf version of this manual, call your local AEE Solar 

representative.  Find contact information for all AEE at www.AEEsolar.com. 

1.3 Your responsibility as installer 

Comply with all applicable local or national building codes, including any that may 

supersede this manual. 

 Make sure that the SnapNrack components and other products are appropriate 

for the particular installation and the installation environment. 

 Use only AEE Solar supplied parts. 

 Ensure safe installation of all electrical aspects of the PV array. 

If it is raining, or if you anticipate any potentially dangerous conditions, do not 

proceed with the installation. 

1.4 Support 

For help with your installation, call the nearest AEE Solar engineering support office.  

You can find contact information for AEE Solar support by visiting www.AEEsolar.com 

and clicking on Contact Us. 

http://www.recsolar.com/
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2. Prepare for the installation 
2.1 Introduction 

The SnapNrack system is designed to be 

installed with a minimum number of footings 

resulting in a significant labor savings over 

traditional installation methods.  The system 

integrates with ordinary 1-1/2” schedule #40 

galvanized pipe.  This ground mount solution 

includes virtually everything needed to install 

modules with vertical posts up to 5’ from grade.  

You will only need pipe, pipe fittings, concrete 

and basic construction skills to complete the 

installation.  This fully engineered system utilizes 

industrial-grade, SnapNrack support rails and 

module clamps. 

2.2 Identify SnapNrack 
components 

Make sure you have all the necessary 

SnapNrack system components—see photos—

needed to complete the installation. 

Snap-in channel nut 

Ground rail 

Universal end clamp 

SnapNrack pipe to rail clamp 

assembly 
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2.3 Obtain installer supplied 
tools and materials 

Make sure you have all the necessary additional 

hardware components, tools, and other material 

that are needed to complete the installation.  

These include: 

 Post hole digger 

 Wheelbarrow / shovel 

 String line 

 Line level or builder’s level 

 Framing square 

 Tape measure 

 Pipe cutter 

 Pipe wrenches (x2) 

 Mallet or large hammer 

 Drill 

 Felt-tip marking pen 

 ½ inch box / open end wrench 

 3/8 inch ratchet wrench with ½ inch 

socket 

 Tools for attaching grounding hardware 

 Reciprocating saw (such as a Saw-z-all) 

for trimming rails 

 Metal file for finishing trimmed rails 

  

Module mid clamp assembly 

Module end clamp assembly 
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2.4 Survey the site 

Measure the installation area and develop an 

accurate drawing identifying any obstacles such 

as buildings, ditches, and trees.  

If plans are available, check to make sure that 

the plans match the layout. 

Review the shading pattern across the 

installation area from nearby structures, trees, 

etc.  

Identify any restricted access areas as required 

by the local jurisdiction. 

Before you dig any holes, contact all 

utilities in the area to locate underground 

lines, pipes, and wiring. 

Determine the design wind speed and site 

specific conditions for the site and reference the 

Rail Span Calculation table in section 7, 

Appendix to determine the maximum allowable 

rail span for this site  

If you are unsure about the local design wind 

speed, consult with the local building jurisdiction. 

2.5 Lay out system on the 
ground 

Using the information collected in the site survey, 

complete a system layout showing array location 

and distances from key features.  Include any 

information necessary for the permitting process.  

The following definitions are used to describe 

array layout designs: 

 Module length—the measurement along 

the longest side of the module frame 

 Module width—the measurement along 

the shorter side of the module frame 

 Module thickness—the measurement of 

the thickness of the module 
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Typically, most ground-mount arrays are installed 

in a landscape configuration, with the long side of 

the PV modules horizontal and the rails running 

up the slope.  This is different from roof mount 

installations which typically are in a portrait 

configuration with the long side of the module 

running up slope and the rails running 

horizontally. 

When laying out the array, be sure to leave 

space for the module clamps on the rails. 

Module mid clamps (see photo on page 5) are 

installed between modules in a row and require 

½ inch of space between the modules. 

  

Array installation showing landscape orientation 
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Standard module end clamps (see photo on page 

5) require 1½ inches of extra rail to extend past 

the end of the module frame.  If you are using 

universal end clamps (see photo on page 4), the 

rail can be trimmed flush with the module frame.  

The space between rows of modules is not 

critical, but it is common for rows of modules to 

be installed so that the modules are flush with 

each other.  

Layout rails such that module frame ends do not 

overhang mounting rails by more than 25% of 

total module frame length. 

Verify that mounting rail spans are in accordance 

with the Rail Span Calculations table in the 

section 7, Appendix at the back of this manual. 

Verify that rail ends do not overhang by a 

distance greater than 30% of the acceptable rail 

span specified in the same table. 

Submit array plans to local permitting jurisdiction 

and proceed with the layout only when all permits 

for the project have been granted by the authority 

having jurisdiction.  

 

Locations of rail end and module overhang 
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3. Install pipe frame 
 

3.1 Excavation of the footings 

Excavate core footings—typically12 inches in 

diameter by 42 inches deep.  See engineering 

design plans in the back of this manual for 

recommended hole depth. 

Footing size may vary depending on job specific 

conditions.  All conditions should be reviewed by 

customer’s site engineer. 

 To speed up installation, it is 

recommended to use a 12 inch power 

auger to dig the footings. 

 

Before you dig any holes, make certain 

you have contacted all utilities in the area 

and have them mark underground lines, 

pipes, and wiring. 

 

3.2 Set grade stakes for 
vertical pipe 

Determine the proper angle for the module array 

and install grade stakes.  Do not exceed 5 feet of 

vertical post length from grade. 

Install supports braces to hold the pipe at the 

proper fixed angle until the footings are poured.  

  

Install vertical pipes in concrete footings 

Digging holes with power auger 

Check pipe frame levels 
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We recommend  the use 

of a horizontal brace until 

concrete sets.  Install the 

end braces and then set 

up a string line to insure 

alignment.  Place supports 

at a distance that will allow 

the pipe beam to be 

supported without 

sagging. 

3.3 Install pipe 

Pipe support beams and 

vertical post supports can 

now be assembled and 

rest on the support 

bracing.  Using two pipe wrenches and 3/16” hex 

wrench, the pipe and support legs can be 

assembled. 

3.4 Set concrete footings 

Align the end of the channel using a string line. 

Tighten all the pipe connections and cross brace 

hardware and re-check alignment of the vertical 

pipe supports.  

Pour concrete into the footings.  Tap the concrete 

to ensure contact with the vertical pipe support. 

Remove the support bracing after the concrete 

sets.  Concrete requires 28 days to reach full 

strength or rated PSI. 

Poured concrete footings 

Detail of pipe frame bracing 



SnapNrack Ground Mount Installation Manual AEE Solar 

Page | 10 

 

4. Install rails 
 

4.1 Attach pipe clamps 

Snap in SnapNrack pipe to rail clamp insert and 

attach rails to pipe frame as shown in the detail 

diagram.  

Inserts are designed to snap in and out of rail 

channels.  This enables you to quickly assemble 

systems without having to slide inserts from the 

end of the rail. 

Always cut rails to the needed length.  

Never use a rail splice to join two shorter 

rails in a ground mount installation. 

Attach rails using SnapNrack pipe clamps Attach rails to pipe frame 

Detail of pipe to rail connection 
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5. Install modules on rails 
 

5.1 Prepare clamping 
hardware 

Preassemble module clamping hardware.  Each 

clamp assembly consists of a module clamp, a 

channel nut, and a 5/16 inch bolt and split lock 

washer.   

The end clamp size and bolt length are specific 

to the thickness of the module.  Make sure you 

have the right size of each of these components 

for the modules being installed.   

To speed the installation, measure out the 

location of mid-clamps and end clamps on rails 

with a tape measure. 

 

Snap in clamps on all the rails so the clamps will 

be ready when you place the modules. 

  

SnapNrack ground mount rail 
and module clamps 

Module end clamp Module mid clamp 
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5.2 Set first module 

Place the first module, taking care to line the 

module up to the rails.   

 The rest of the installation will go more 

smoothly if you take the time to get the 

first module lined up properly. 

Tighten the two end clamps on the first module 

and snap in the next two clamps, which will 

typically be mid clamps, to prepare to receive the 

next module.  

Place all the bottom modules first and align them 

with a string line or laser. We recommend you 

leave a 1/8” gap between the rows of modules to 

allow for thermal expansion. 

 Proceed to the next row and work your way up. 

When you place the last module in the row, 

secure it with end clamps to finish the row and 

repeat the process for the next row of modules. 

 

  

Aligning first row of modules 

First row of modules installed 

Three rows of modules installed 
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5.3 Connect wiring 

Connect module leads and train the wires into 

the rail channels as the modules are being 

installed.  This will ensure a clean electrical 

installation with no dangling wires.  Use module 

lead clips as necessary to insure that module 

leads are secured to module frames until they 

drop into the rail channel. 

5.4 Connect grounds 

Install grounding hardware per PV module 

manufacturer’s specifications. 

It is often convenient to install grounding 

hardware as modules are being installed but this 

will vary with the type of PV modules used. 

5.5 Trim rails 

If you are using standard end clamps, trim rail 

ends to leave about 1½ inches of extra rail 

extending past the end of the module frame.  If 

you are using universal end clamps, the rail can 

be trimmed flush with the module frame.   

File off rail ends with a hand file and clean up 

metal shavings.   

 Careful array layout planning will enable 

you to cut rails to the correct length 

before they are installed and eliminate the 

need for trimming. 

 

Connect grounds 
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6. Final check 
 

6.1 Kick the tires 

Grab module frames and gently push up and 

down in various locations around the array to 

ensure that nothing moves. 

6.2 Check tightness of all 
bolts 

Check all bolt torques to ensure that all 5/16 inch 

hardware is tightened to 10 ft-lbs. 

6.3 Check wires and grounds 

Check under the array to ensure all wires are 

tucked up with module clips along the module 

frames and trained into the cable channels in the 

rails. 

 

Check all bolts 

Check under the array for loose wires 
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7. Appendix 
7.1 Rail span tables 
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